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WORK ORDER INFORMATION
Work Order Name:

Work Order Type:
Audit Name:

CLIENT INFORMATION

Weatherization
17017UC-0823

Client ID: 17017UC-0823

AGENCY INFORMATION

Agency: Upper Cumberland HR A
Address:

3313 Williams Enterprise Drive
Cookeville, TN 38506

Company Name & License Number:

WO/17017UC-0823/1

Work Order Bid (ID)

Agency Phone:

Fax:

Email Address:

(931) 528-1127

Contractor's Signature:

COMMENT

Client ID: 17017UC-0823

Work Order Bid (ID)
WO/17017UC-0823/1
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Measures

Measure 1 Fix Not Operational Bathroom Exhaust Components Inspected
Fan
Comment REPLACE EXSISTING FAN/ LIGHT |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
10 Unspecified Misc Material Each 1 ‘ H ‘ ‘ H H ‘
Other Detail

| | | ]l | | H |
| | | 1) | | H |
Measure Sub Total: |:| Sub Total: S

Field Notes:
Measure 2 Floor Repair 12 SQ. FT Components Inspected
Comment REPLACE PLYWOOD UNDER FRENCH DOOR HOLE IN FLOOR |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Miscellaneous Plywood / 32sqft SqFt 1 ‘ H ‘ ‘ H H ‘
Supplies
2 Miscellaneous Plywood w/ Joist Repair SqFt 1 ‘ H ‘ ‘ H H ‘
Supplies / 32sqft
Other Detail
| | | L] | L] H |
| | | ]| | L H |
Measure Sub Total: :| Sub Total: |:|
Field Notes:
Client ID: 17017UC-0823 Work Order Bid (ID) DOE Weatherization Assistant
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Measure 3 Seal Ducts Components Inspected

Comment DUCTS: {{DUCTS EXTREMLY LEAKY -LIVING ROOM OPEN}} |:|
REPLACE INSULATE FLEXIBLE DUCT 15 FT
SEAL/ REPAIR 9 DUCTS WITH MASTIC
SEAL/ CAULK INSIDE RETURN AIR VENT 1 FT. INCLUDES SEAL WALL

CAVITY
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Insulation Duct sealing (setup cost)  Each 1 ‘ H ‘ ‘ H H ‘
10 Miscellaneous Duct Sealing Each 1 H ‘ ‘ H H
Supplies
Other Detail
| | | L H L] H |
| | | L] | L H |
Measure Sub Total: |:| Sub Total: S
Field Notes:
Measure 4 General Air Sealing Components Inspected
Comment INFILTRATION: |:|

STANDARD HOUSE DOOR FOR MOBILE HOME
DOOR IS LEAKY AND IN DETERIORATED CONDITION

Estimated Actual

# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total

1 Insulation General air sealing Each 1 ‘ H H H H ‘
(setup cost)

10 Miscellaneous Infiltration Reduction Each 1 ‘ H ‘ ‘ H H ‘
Supplies

Other Detail

| | || 1 | [ H |
| | || ]l | I H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
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Measure 5 Setback [heating] Components Inspected

Comment Bid as a tune - up!! |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Heating Setback thermostat Each 1 ‘ H ‘ ‘ H H ‘
Equipment
2 Labor Setback thermostat Each 1 ‘ H ‘ ‘ H H ‘
Other Detail

| | | ]l | | H |
| | || ]l | I H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:
Measure 6 DWH Pipe Insulation Components Inspected
Comment |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Insulation DWH Pipe Insulation Each 1 ‘ H ‘ ‘ H H ‘
2 Labor DWH Pipe Insulation Each 1 ‘ H ‘ ‘ H H ‘
Other Detall
| | L] | L] H
| | | L H L] H |
Measure Sub Total: |:| Sub Total: S
Field Notes:
Client ID: 17017UC-0823 Work Order Bid (ID) DOE Weatherization Assistant
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Measure 7 Belly Cellulose Loose Components Inspected
Comment mobile home underbelly & r-19 fiberglass for 1248 sq. ft |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
3 Other Floor Insulation - Each 1 ‘ H ‘ ‘ H H ‘
Celluls,Blwn
Other Detalil
| | | L H L H |
| | | L H L] H |
Measure Sub Total: |:| Sub Total: S
Field Notes:

Measure 8 DWH Tank Insulation Components Inspected
Comment |:|
Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Insulation DWH Tank Insulation Each 1 ‘ H ‘ ‘ H H ‘
2 Labor DWH Tank Insulation Each 1 ‘ H ‘ ‘ H H ‘
Other Detail
| | || 1 | | H |
| | | 1 | | H |
Measure Sub Total: :| Sub Total: |:|
Field Notes:

Client ID: 17017UC-0823

Work Order Bid (ID)
WO/17017UC-0823/1
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Measure 9 Smoke Detector is Needed Components Inspected

Comment |:|

Estimated Actual
# Material / Labor Description / Comment Units Qty Unit Cost Total Qty  Unit Cost Total
1 Health and Safety 9-volt Smoke Detector Each 1 ‘ H ‘ ‘ H H ‘
Items
2 Labor Labor Hour 1 ‘ H ‘ ‘ H H ‘
Other Detalil

| | || ]l | I H |
Measure Sub Total: :| Sub Total: |:|

Field Notes:

Work Order Grand Total: :| Grand Total: :|
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